
SEE DRAWING PT2.01A FOR CONTINUATION

PTUBE CONNECTION TO BE DETERMINED
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SCALE  1/8" = 1'-0"

501 GROUND FLOOR PLAN -CONNECTOR
1

NOTE:

PNEUMATIC TUBE WILL TIE IN TO

EXISTING PNEUMATIC TUBE SYSTEM'S

ZONE 6, LOCATED ON BUILDING 501


